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The self-discharge phenomenon caused by side reactions such as corrosion, water 
decomposition and recombination is unavoidable in lead acid batteries. Self-discharge rates 
depend on several factors such as the state of charge, the temperature, grid alloys, etc. These 
rates are not equal between negative and positive electrodes and are independent of each 
other. In lead-acid batteries with antimony, the self-discharge rate of the negative electrode 
is several times stronger than the self-discharge rate of the positive electrode, depending 
mainly on the battery age and the antimony content in the alloy of the positive grid.  
In order to compensate for the self-discharge of lead-acid batteries, a current whose value 
exceeds the self-discharge of the negative electrode has to be supplied. This is traditionally 
achieved by applying a constant voltage whose value is slightly higher than the battery 
open circuit voltage. This is called “float charge”. It has to be kept in mind that the float 
polarization increases gas evolution rates at both electrodes.  
In antimony-free lead-acid batteries, e.g. VRLA batteries, the self-discharge rate of the 
negative electrode is largely reduced and usually becomes lower than the self-discharge rate 
of the positive electrode. The question is: are traditional float charges really suited to 
antimony-free lead-acid batteries? Practical situations on field as well as experimental 
results say no. Standby VRLA batteries maintained under a constant float voltage to 
compensate self-discharge encounter the problem of short service life, when our results 
show that traditional float charge currents are far over what is needed to maintain the VRLA 
battery state of charge.  
In order to reduce overcharge, intermittent charges (open-circuit and periodical charges) 
have been used instead of float charges and have given positive results in reducing thermal 
runaway and increasing the battery life span. Nevertheless, corrosion of the positive grid is 
also high during open-circuit periods of intermittent charges. Indeed, it is revealed in the 
literature that corrosion is minimum when the positive polarization is between 40 and 80 mV. 
In this chapter, taking into account this minimum corrosion, a new method of maintaining 
the charge of antimony-free lead-acid batteries using low currents and periodic charges is 
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developed and tested. This is called “Low-current” method. This method is derived from 
the intermittent charge: open-circuit periods are replaced by constant low current periods 
whose values are about 5 to 10 times smaller than traditional float current values.  
Laboratory experiments are focused on studying rates of self-discharge at open circuit and 
state of charge evolutions of lead-acid batteries in three different cases: float charge, low-
current charge and open circuit. The new low-current method, associated to an improved 
storage architecture system is now used in several electrical substations and hydraulic 
power plants at Electricité de France (EDF). This association is intended to provide long life 
span and high reliability to VRLA batteries. 
 
2. Lead acid batteries in stationary applications 
 
Secondary reactions such as corrosion, water decomposition and oxygen recombination are 
the main cause of self-discharge of stationary lead-acid batteries. Maintaining the charge of 
standby batteries is necessary to compensate self-discharge. However, if the maintaining-
charge current is too high, it can accelerate these side reactions, which can thus become the 
cause of several failures of standby batteries. An appreciated method of maintaining the 
charge for stationary lead acid batteries is a trade-off between their state of charge and state 
of heath. 
 
2.1 Secondary reactions as causes of self-discharge 
The self-discharge phenomenon in stationary lead-acid batteries is due to the simultaneous 
presence of main reactions, i.e. charge and discharge of active materials and unavoidable 
side reactions such as corrosion, water decomposition and oxygen recombination. At open 
circuit, the battery voltage does not only correspond to the equilibrium voltage of principal 
reactions but depends on the mixed voltage of both main and side reactions (Berndt, 1997). 
Its value is between the equilibrium voltage value of the principal reactions and the one of 
the secondary reactions. Water electrolysis is one of the principal secondary reactions and its 
potential difference is 0.7 to 0.75 V lower than the potential difference of the charge-
discharge reactions (depending on electrolyte density and temperature). In these conditions, 
at open circuit, secondary reactions are produced at the expense of principal reactions; the 
battery is thus discharged or “self-discharged”. However, the influence of these secondary 
reactions is quite weak as the kinetics of oxygen and hydrogen evolutions are very slow. The 
battery potential difference at open circuit is smaller but very close to the potential 
difference of principal reactions. 
The self-discharge caused by secondary reactions concerns only the positive or the negative 
electrode. The self-discharge of the negative electrode is mainly related to the evolution of 
hydrogen and to the reduction of oxygen while the self-discharge of the positive electrode is 
principally associated to the evolution of oxygen and to the corrosion of positive grids. 
 
2.1.1 Self-discharge reactions at the negative electrode 
 
1. Self-discharge due to hydrogen evolution 
H2 evolution: OH2He2OH2 223    
 
Discharge of Pb:   2ePbPb 2  
Overall reaction: 4242 PbSOHSOHPb   Reaction 1 
 




232    
Discharge of Pb:   2ePbPb 2  
 
Overall reaction: OHPbSOSOHO2
1Pb 24422   Reaction 2 
 
Thus, in the presence of sulfuric acid, Reaction 1 and Reaction 2 cause self-discharge of the 
negative electrode with lead sulfate PbSO4 as the final product.  
 
2.1.2 Self-discharge reactions at the positive electrode 
 
1. Self-discharge due to oxygen evolution 
 
O2 evolution:   e2OH2O2
1OH3 322  
Discharge of PbO2: OH4PbSOe2OH2SOHPbO 243422     
 
Overall reaction: OHPbSOO2
1SOHPbO 242422   Reaction 3 
 
2. Self-discharge due to corrosion  
 
When the active material (PbO2) supplies the O2- ions to neutralize the Pb2+ ions: 
Grid corrosion:   e2PbPb 2   
                              e2PbOOPb 2  
 
Reaction 4 
Discharge of PbO2: OHOPbSOe2SOHPbO 224422    
 
Reaction 5 
Combining Reaction 4 and Reaction 5, we have: 
 





Once the PbO2 active material loose O2- for corrosion, it will pick up O2- ions of H2O (H2O 
content of the electrolyte, i.e. 2H3O+ and O2-) to neutralize its charge. Corrosion consumes 
water.  
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When the grid is on contact with the electrolyte: 
 
Grid corrosion:   e2PbPb 2   
                               e2OH2PbSOOH2SOHPb 34242  
 
Reaction 7 
Discharge of PbO2: OH4PbSOe2OH2SOHPbO 243422    
 
Reaction 8 
Combining Reaction 7 and Reaction 8, we have: 
 




The formed lead oxide (PbO) in Reaction 6 is converted into lead sulfate according to 
Reaction 10 as soon as it gets in contact with sulfuric acid: 
 OHPbSOSOHPbO 2442   Reaction 10 
 
It is clear that side reactions taking place at negative and positive electrodes are independent 
of one another and self-discharge rates are not equal between the positive and the negative 
electrodes. 
Self-discharge rates depend on a lot of factors such as temperature, grid alloys and the 
battery state of charge.  
Generally, the approximation holds true that a temperature increase of 10 K (degrees 
Centigrade) the reaction rate doubles. In electrochemical reactions, this means that 
equivalent currents are doubled, e.g. a temperature increase of 20 K means a current 
increase by a factor of 4; a rise in temperature of 30 K corresponds to a factor of 8 (Berndt, 
1997). 
In lead-acid batteries with antimony grid alloys, the self-discharge rate of the negative 
electrode is several times stronger than the self-discharge rate of the positive electrode, 
depending mainly on the antimony content in the alloy of the positive grid and the battery 
age. Indeed, at charge, the Sb metal, whose equilibrium potential is above that of the 
negative electrode, dissolves (corrodes) progressively from the positive grid, diffuses 
through the electrolyte and is precipitated (reduced) at the negative electrode. As this 
contaminated electrode has a lower hydrogen overvoltage, this results in a greater hydrogen 
gassing rate (Berndt, 1997). The more aged battery is, the more serious this “antimony 
affect” is. In antimony-free lead-acid batteries, e.g. VRLA batteries with Pb/Ca grid alloys, 
the self-discharge of the negative electrode is largely reduced. It should be kept in mind that 
the electrode with stronger self-discharge rate limits the capacity of the cell.  
The self-discharge rate depends also on the battery state of charge as it affects gassing 
reactions. It is clear that the self-discharge is easier when more active materials are available, 
or in other words hydrogen H2 and oxygen O2 evolution cannot occur at a surface covered 




2.2 Traditional method of maintaining the charge – float charge: a trade-off between 
state of charge and state of health 
In order to compensate for the self-discharge of lead-acid batteries, a current whose value 
exceeds the self-discharge of the limit-capacity electrode has to be supplied. Traditionally, a 
voltage whose value is slightly higher than the battery open circuit voltage is applied to 
compensate for the difference between mixed potentials and equilibrium potentials of the 
principal reactions. This is called “float charge”. 
In reality, equilibrium potentials depend on a lot of factors such as temperature, electrolyte 
density, grid alloys (Berndt, 1997, Bode, 1977). Moreover, as a constant voltage is applied 
between two terminals of a cell, the potential distribution is not properly shared between 
the negative and the positive electrode (Berndt and Teutsch, 1996, Ruetschi, 2003, Brecht, 
1998, Martinez and Novak, 1990, Misra et al., 1994), cf. figure 3. In batteries with cells in a 
series configuration, the phenomenon of voltage scattering on cells is also present (Hawkins 
et al., 1995, Berndt, 1997, Misra et al., 1994, Rossinot et al., 2003), cf. figure 4. In addition, it 
should be kept in mind that the float polarization increases gas evolution rates at both 
electrodes. It is very difficult or even impossible to choose a value of float voltage, which can 
take into account all of these phenomena without paying the piper. Convenient practical 
values for float voltage have been empirically determined. To get rid of the risk of under-
charge, batteries in float charge are permanently overcharged. 
 
2.2.1 Bimodal float voltage distribution between the negative and positive electrodes 
– difference between vented batteries and VRLA batteries 
The electrode reactions on float charge are described in detail by Berndt and Teutsch (Berndt 
and Teutsch, 1996). During float charge, hydrogen evolution, oxygen evolution and grid 
corrosion proceed certainly as presented in figure 1. 
In maintaining the voltage above the open-circuit value, the float current serves to 
compensate for the electrode discharge caused by these side reactions. When this float 
current is too low, i.e. the positive potential is slightly below its equilibrium value, or the 
negative electrode potential is slightly above its equilibrium value, the discharge of the 
electrodes would occur. Otherwise, the battery is completely charged or overcharged. In 
general, batteries in float charges are permanently overcharged. The float current, i.e. 
overcharged current, feeds electrons to secondary reactions.  
Berndt and Teutsch presented the model used for float charge describing the single cell 
behaviors at overcharge in (Berndt and Teutsch, 1996). Under normal float conditions as the 
battery is already completely charged, the charge and discharge reactions of the active 
materials do not occur. The equal float current flow through both electrodes can be written, 
cf. figure 2: 
 
At the positive electrode: Ifloat = IO2 ev. + Icorr. 
At the negative electrode: Ifloat = IH2 ev. + IO2 re. 
The balance reaction: Ifloat = IO2 ev. + Icorr = IH2 ev. + IO2 re. 
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 Fig. 1. Reactions that occur in lead acid batteries dependent on electrode potential. 
Equilibrium potentials of charge-discharge reactions (Pb/PbSO4 and PbSO4/PbO2) are 
presented in columns, because they depend on the acid concentration. (Berndt and Teutsch, 
1996) 
 
In general for electrochemical reactions, the current is an exponential function of the 
electrode potential, cf. Eq.(1). At high overvoltage, current/voltage curve forms a straight 
line, called “Tafel line”.  
 
  )ilog(bailnnFRT)iln(nFRT 0a   (1) 
 
This is applied also for the H2 and O2 gas-evolving reaction in lead acid batteries, since they 
are polarized by more than 0.3 V already at the battery open-circuit voltage, cf. figure 1. 
Tafel lines for hydrogen and oxygen evolution have been confirmed in literatures. A slope b 
of about 0.12 V per current decade is nearly always found for hydrogen evolution, while the 
corresponding slope for oxygen evolution is between 0.07 and 0.14 V per current decade 
(Berndt, 1997, Bode, 1977). Feder and Carosella revealed that at float charge of a vented lead 




 Fig. 2. Description of equal float current flows through both electrodes in the normal 
conditions at flooded batteries and VRLA batteries (supposing that the recombination 
efficiency at the VRLA battery is 100%) 
 
In the case of VRLA batteries, the principal reactions at the negative electrode during float 
charge are hydrogen evolution and oxygen reduction. As the rate of H2 evolution reaction is 
low thanks to the utility of antimony free grid alloys, essential float current is for the oxygen 
recombination. The rate of the oxygen reduction reaction is determined by the rate of 
oxygen diffusion from the positive electrode to the negative electrode, which does not 
depend on the electrode potential. If the diffusion of oxygen is sufficiently fast, which is the 
case in VRLA batteries, the oxygen recombination will occur, as the potential condition - 
inferior to 1.23V - is already satisfied at the negative electrode. The negative electrode is thus 
only polarized by the hydrogen evolution reaction. Therefore, in VRLA batteries the positive 
electrode takes essential polarization and the negative electrode can be depolarized during 
float charges, cf. figure 3. 
 
 Fig. 3. Polarization curves of positive and negative electrodes, when measured against 
silver–silver sulfate reference electrodes. This figure demonstrates that the positive 
electrodes of valve-regulated batteries are subjected to much higher potentials than the 
positive electrodes in vented batteries (Ruetschi, 2003) 
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2.2.2 Cells in series configuration – scattering problem 
In general, in order to obtain a desirable voltage value, one battery is composed of several 
cells connected in series configuration. A usual phenomenon observed in these assemblies is 
the voltage scattering between individual cells (Berndt, 1997, Misra et al., 1994, Rossinot et 
al., 2003, Hawkins et al., 1995). One example given by Berndt (Berndt, 1997) shows that for a 
mean float voltage of 2.38V per cell, a normal distribution curve with a standard deviation 
of ± 33mV and a difference between the maximum and the minimum values of 170mV are 
noticed. There are many reasons producing the voltage scattering. Some of them are found 
in industrial installations, despite the rigorous manufacturing process control and special 
industrial conditions (Rossinot et al., 2003).  
It is revealed above that the polarization is not properly symmetrical for negative and 
positive electrodes. The voltage scattering thus reflects the voltage dispersion of negative 
electrode in flooded batteries (Feder and Carosella, 1994) and of the positive electrode in 
VRLA batteries (Berndt and Teutsch, 1996, Hawkins et al., 1995). 
 
 Fig. 4. Distribution of 113 V on 50  vented cells Pb-Ca in series configuration for 9 years of 
float charge. η- and η+ are potentials of the negative and positive electrodes. Voltage 
dispersion appears obviously at the negative electrodes and its presence is far smaller at the 
positive electrodes (Feder and Carosella, 1994) 
 
2.3 Secondary reactions as causes of failure modes 
At float charges, if both electrodes are well polarized, i.e. float potentials exceed the 
equilibrium ones; float currents will serve only to produce side reactions. The higher the 
float current is, the stronger the rates of side reactions are, especially the rates of gas 
evolution reactions. 
Secondary reactions are not only the cause of self-discharge, but also the cause of main 
failure modes of stationary lead acid batteries under constant float voltages. Flooded and 
VRLA technologies can be affected by corrosion, including creeping, and degradation of 
positive electrodes (Berndt, 1997, Ruetschi, 2004, Stevenson, 1996, Wagner, 1995, Feder, 2001, 
Nakamura et al., 1996, Brissaud et al., 1997, Cooper and Moseley, 2003). VRLA batteries are 
moreover subjected to electrolyte dry-out and thermal runaway (Nakamura et al., 1996, 
Wagner, 1995, Berndt, 1997, Elgh, 1994, Cooper and Moseley, 2003).  
 
2.3.1 Corrosion 
Corrosion is the cause of different failure modes (Pavlov, 1993, Shiomi et al., 2003, Kosai et 
al., 1997, Peters, 1996, Ruetschi, 2004, Garche, 1995, Wagner, 1995, Misra and Williamson, 
1995, Willihnganz, 1968): 
 The oxides, corrosion products, take more volume than the metallic grid. The result 
is an expansion of the positive grid into three dimensions, in particular into the 
dimension of each bar of the grid. Under such mechanical stresses, the grid bars get 
longer and the grid dimension increases, this is called “grid growth” or “grid 
creeping”. This distortion can provoke internal short-circuits when the grown grid 
comes into contact with the negative top-bar, cf. figure 5. 
 The formation of an electric passivation layer (barrier layer) at the interface 
between a positive grid and its active material prevents electrical contact between 
them. The passivation layer is sometimes said to be a closely structured PbSO4 
layer (high-resistance layer) formed at the grid active-material interface, or lower 
oxides of lead, such as PbO, that are generated in a high-pH environment. 
 When the grid growth becomes excessive, apart from the passivation layer other 
causes of gradual loss of contact between the active material and the grid are 
noticed. The first one is the displacement of the active material away from the grid 
as it is not able to follow the grown grid. The second one is the gradual 
disappearance of the metallic grid, i.e. the grid is consumed by corrosion and can 
no longer take the role of electric conductor, cf. figure 6. 
VRLA batteries under float charges, along with their grid design and their characteristic of 
the oxygen recombination, seriously suffer the corrosion consequences. Usually, 4% grid 
growth over the battery lifetime is the design limit. In most VRLA batteries, the grid sections 
are smaller; grid growth rates thus should be higher. There is some evidence that designs 
with absorbed and limited amounts of electrolyte are less tolerant to growth and, therefore, 
suffer greater capacity losses (Peters, 1996). Moreover, in VRLA batteries, in order to lower 
the self-discharge rate, Pb-Sb alloys are replaced by Pb-Ca alloys, where the electric 
passivation of the positive grid alloy, called the “antimony-free effect” usually occurs (Rocca 
and Steinmetz, 2003, Kosai et al., 1997). In addition, the operation potential of the positive 
electrode under float charge is higher in VRLA designs, cf. 2.2.1. For instance, the potential 
of the positive electrode is likely to be 50 to 100 mV higher than in a flooded battery (Peters, 
1996). Different publications have demonstrated that there is a zone of positive polarization 
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2.2.2 Cells in series configuration – scattering problem 
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VRLA batteries (Berndt and Teutsch, 1996, Hawkins et al., 1995). 
 
 Fig. 4. Distribution of 113 V on 50  vented cells Pb-Ca in series configuration for 9 years of 
float charge. η- and η+ are potentials of the negative and positive electrodes. Voltage 
dispersion appears obviously at the negative electrodes and its presence is far smaller at the 
positive electrodes (Feder and Carosella, 1994) 
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where the corrosion is minimum, c.f. 3.2. According to Brecht et al. (Brecht et al., 1989), the 
corrosion rate is minimum when the positive polarization is between 30 and 70 mV and 
increases to almost double at 150 mV. Therefore, the increase of the grid growth due to 




Fig. 5. Due to corrosion, short-circuit took place and caused explosion accident in a standby 
tubular battery: (a) positive plate lengths were increased and touched the negative collective 
bar, (b) positive plates were distorted; the positive terminal obviously became more higher 
than the negative terminal; battery was destroyed after explosion (Source: EDF) 
 
 Fig. 6. Corroded positive plate of a starter battery, at the end of 5 years of service life in a 
passenger car (Ruetschi, 2004) 
 
2.3.2 Water loss 
Water electrolysis, i.e. evolutions of hydrogen at the negative electrode and of oxygen at the 
positive electrode, as well as positive grid corrosion cause water loss of the electrolyte, cf. 
2.2.1. In VRLA batteries, despite of the recombination of oxygen at the negative electrode, 
water loss always occurs. This is due to the evolution of hydrogen, which cannot be re-
oxidized to water at the positive electrode, at least not at a significant rate. Other causes of 
water loss such as container leakages, water evaporation, which are not mentioned in this 
chapter, aggravate the situation.  
 
Dry-out 
Water loss is not a problem as long as the electrolyte level can be refilled like in the case of 
flooded batteries. However, in the cases where maintenance intervals are not being properly 
respected or float charge rates are too high, water loss can reduce the capacity of the battery 
and finally limit the battery lifetime. Water loss induces a higher acid concentration, which 
results in an increase of the electrode equilibrium potentials. This means that oxygen and 
hydrogen overvoltages at open-circuit increase which lead to the growth of gas evolutions 
or of self-discharge rates. This would require an increase of float currents and of charge 
currents. If this demand is ignored, an insufficient state of charge and sulfation of plates can 
occur. If the electrolyte level is below the plate edges, the part of the plates above the acid 
level cannot be charged properly and this part of the plates will then undergo sulfation as 
well (Ruetschi, 2004). A dangerous case can happen when there is short-circuit in a non-
electrolyte area; ignition of hydrogen can take place and provoke an explosion (cf. figure 5).  
In the case of VRLA batteries, as water cannot be refilled, water loss can become a serious 
problem, especially at high temperatures or excessive float voltages. Electrolyte “dry-out” is 
often observed. Apart of the increase of gas evolutions as mentioned above, the electrolyte 
decrease leads also to a decrease in the contraction of separator, when the electrolyte content 
is under 90 % (Nakamura et al., 1996). As separators in actual batteries initially retain about 
95% of the electrolyte, separators shrinkage is not appreciable. This shrinkage can bring later 
to poor contacts between the plates and the separators, increasing the internal resistance. 
The increase of acid concentration due to water loss can induce also an increase of the 
oxygen recombination efficiency (Wagner, 1995). This chemical reaction of oxygen reduction 
is a strong heat source. Oxygen evolution is higher with the increase of acid concentration. 
Excessive recombination efficiency can increase dramatically the temperature of the battery 
and can lead to a so-called “thermal runaway”.  
 
Thermal runaway 
Thermal runaway is a current phenomenon observed at VRLA batteries (Pavlov, 1997, 
Giess, 1997, Culpin, 2004, Berndt, 1997, Hu et al., 2006). It is defined as an unstable state of 
operation where heat generation increases faster than heat can dissipate (Berndt, 1997). It is 
also described as an increase of charge current or float current that occurs as a result of an 
increase of the cell temperature from an initial applied constant potential. In other words, 
thermal runaway is usually considered to be the result of positive feedback of current and 
temperature when a cell is subjected to float charge at constant potential (Culpin, 2004). The 
initial float current flowing through the cell causes an increase in cell temperature that 
causes an increase in current that further increases the temperature until both current and 
temperature reach high values.  
Two main source of heat during charging are the reversible heat effect of the cell reactions 
and the Joule heating caused by the charge current. The internal oxygen cycle represents a 
special form of Joule heating and is a strong heat source (Berndt, 1997).  
The important parameters that mainly influence the internal oxygen cycle are the applied 
float voltage, the ambient temperature and the separator dry-out or the electrolyte 
saturation level in the separator pore volume. High float voltages and high temperatures 
induce more water loss, which in turn reduces the electrolyte saturation in the separator 
pore volume. The lower is the saturation the more favorable is the condition for the internal 
oxygen cycle to take place.  
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increase of the cell temperature from an initial applied constant potential. In other words, 
thermal runaway is usually considered to be the result of positive feedback of current and 
temperature when a cell is subjected to float charge at constant potential (Culpin, 2004). The 
initial float current flowing through the cell causes an increase in cell temperature that 
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Two main source of heat during charging are the reversible heat effect of the cell reactions 
and the Joule heating caused by the charge current. The internal oxygen cycle represents a 
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According to J. Hu et al. (Hu et al., 2006), when the saturation is low, there is more gas space 
in the AGM separator for oxygen generated from the positive plates to transport to the 
negative plates, where the oxygen recombination occurs. Oxygen reduction shifts the 
potential of the negative electrode to a less negative value. Since the applied voltage was 
unchanged, the potential of the positive electrode shifts more positively, which in turn leads 
to the generation of more oxygen on the positive plates. So the float current response 
becomes increasingly high. The thermal runaway occurs. In fact, the increased current at a 
constant float voltage is mainly used for oxygen evolution on the positive plates and the 
oxidation of Pb by O2 on the negative plates to produce PbSO4 (cf. reaction of self-discharge 
by O2 reduction).  
According to B. Culpin (Culpin, 2004), at high saturations, oxygen transport by the pressure-
assisted route gives good recombination efficiencies of the order of 95 ÷ 97%, but only at low 
float currents. At low saturations oxygen transport is mainly by pure diffusion and the 
recombination efficiency is high even at high current. This high recombination current 
generates much more heat than when gassing overvoltage occurs and thermal runway takes 
place.  
Both authors show that the battery is out of control and thermal runaway occurs at a specific 
saturation of the separator around 80 ÷ 85 % even at low applied float voltages.  
B. Culpin resumed the thermal runaway procedure in three stages: 
 Stage 1: recombination efficiency is low; water loss is high, temperature and 
current rise slowly due to the small and slowly increasing internal resistance and 
low recombination efficiency. 
 Stage 2: the recombination efficiency, even at high currents is high because of the 
change in oxygen transport mechanism through the separator. Heat generation 
increases rapidly because of a combination of increased recombination rate and 
increased internal resistance of the separator.  
 Stage 3: the current rapidly decreases to zero as a result of the rapid increase in 
separator resistance. In fact, the internal resistance increases rapidly when the 
saturation is below 80 %, e.g. at 40% saturation the separator has a resistance 30 
times of that in a fully saturated state.   
 
3. New method of maintaining the charge for improving  
battery life span – low current method 
 
3.1 Heritage of intermittent charges 
In order to limit the overcharge problem, instead of continuous charge, periodic charges 
(ON phases) are applied and the rest of the time the battery is kept on open circuit or open-
circuit voltage (OFF phases) (Reid and Glasa, 1987). This is called intermittent float or 
intermittent charge. This method is executed based on the principle that a battery on open-
circuit for a given time (from some seconds to some weeks) looses a part of its capacity, 
which can be restored by a charge.  
Different researches have shown positive results of intermittent charge vs. float charge 
concerning reduced average overcharge (Rossinot et al., 2001, Muneret et al., 2000), 
increased efficiency of charge phases (Rossinot et al., 2001) and reduced thermal runaway in 
VRLA batteries (Giess, 2001). However, if the intermittent charge parameters (threshold 
voltages, charge voltage or current, duration of ON phases and OFF phases…) are not 
 
optimized, the risk of under charge, especially under charge of the negative electrode of 
VRLA batteries is frequent (Muneret et al., 2000). Improving intermittent charge parameters 
is still an open subject of research. 
 





















































α = duration 
ON/(ON 
+OFF) 
0.0625 0.5 ≈ 0.1 to 0.03 0.357 0.0054 
Table 1. Bibliography summary of characteristics of intermittent charges for VRLA batteries 
(Dillenseger, 2004) 
 
3.2 Benefit of corrosion minimum  
 
Reference Analysis type Minimum span (mV) 
η+ min 
(mV) 
(Lander, 1956) Grid without active material, few hours 30< η+<200 “flat” 
(Ruetschi and 
Angstadt, 1964) Grid without active material, few hours 100< η+<250 180 
(Willihnganz, 1968) Service life (accelerated), some years 50< η+<100 No defined 
(Brecht et al., 1989, 
Brecht et al., 1990) Grid growth (accelerated), some years 30< η+<70 40 
(Berndt and 
Teutsch, 1996) Review of literature 40< η+<80 60 
(Ruetschi, 2004) Review of literature 20< η+<80 60 
Table 2. Bibliography summary of positive polarization (η+) associated to a corrosion 
minimum (Dillenseger, 2004) 
 
Different publications about corrosion phenomenon of the positive electrode have 
demonstrated that there is a potential zone where corrosion is at a minimum (cf. Table 2). 
This minimum would be at positive polarizations (η+) between zero (at open-circuit) and 
polarizations at float charges (η+ ≈ 100 mV). According to Brecht et al. (Brecht et al., 1990) 
this minimum zone is situated in the range of [30;70] mV. This also shows that neither open-
circuit periods of intermittent charges nor overcharge by traditional float charges can place 
the positive electrode potential in the minimum corrosion zone. 
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circuit periods of intermittent charges nor overcharge by traditional float charges can place 
the positive electrode potential in the minimum corrosion zone. 
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3.3 Principle of the new maintaining charge method  
Taking into account this minimum corrosion zone, a new method for maintaining the charge 
of standby lead acid batteries, called “Low-current” method, has been developed at EDF 
(Nguyen et al., 2008, Dillenseger, 2004, Alzieu and Dillenseger, 2006). This method is 
derived from the intermittent charge: open-circuit periods are replaced by constant low 
current periods. These constant currents, whose values are smaller than traditional float 
currents, are intended to compensate, at least partially, self-discharge currents, and 
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?
 Fig. 7. Low-current method is derived from intermittent charge: open circuit periods are 
replaced by low currents, whose values are smaller than float current (200 to 500 μA/Ah). 
Battery should be in the minimum corrosion zone 
 
The choice of piloting the current instead of the voltage to supply low positive polarizations 
relates to the fact that maintaining a voltage with a value very close to the battery open 
voltage is difficult and can accidentally discharge the battery (Giess, 2001). Moreover, the 
scattering phenomenon when a voltage is applied to the battery consisting of cells in series 
configuration is unavoidable. Monitoring the voltage share for each cell is difficult and 
expensive while applying a current ensures that every cell receives a given current value. 
Although these low currents alone are not supposed to maintain a full state of charge, they 
can compensate most of the self-discharge. They thus enable the intervals between recharge 
phases to be considerably extended so that water losses and corrosion associated to these 
charges are reduced. 
Expected results are: (i) a slow down of the corrosion rate of positive grids, (ii) a reduction 
of the need of periodical charges. 
 
 




Laboratory experiments aim to evaluate the state of charge of batteries subjected (1) to open 
circuit, (2) to float charges and (3) to polarizations whose values are intermediate between 
zero and float polarizations, i.e. low current charges. Several current values below float 
currents have been tested.  
Two methods to evaluate the battery state of charge were used:  
 Measurement of lead sulfate content in the battery active materials by a chemical 
titration. This procedure requires the destruction of the battery 
 Battery capacity measurement by discharge tests. 
We started different experiments with antimony-free vented SLI batteries, Exide 40 Ah/12V 
L01033C24A. During the experiments, capacity measurement results of these batteries 
showed a high degree of dispersion, which we attributed to the fact that they are not 
suitable for repetitive charge-discharge cycles. We then continued these experiments with 
VRLA AGM batteries, EnerSys 400 Ah/2 V  
Low currents were applied using METRIX power supplies AX 502 2.5A – 30 V. As their 
accuracy does not allow a fine control of currents as low as a few mA, these power supplies 
were used as voltage regulators and the low currents were set using resistors in series. 
Positive polarizations were evaluated using a lead acid battery reference electrode, which 
was first charged and then stabilized at open circuit. A current path between the tested cell 
and the reference electrode was provided by a tube filled with immobilized electrolyte. 
The discharge-charge cycles were performed with BITRODE Battery Charge and Test 
System, Module Type LCN 100A – 5V. 
Voltages, currents, positive polarizations and temperatures were recorded with Personal 
Daq 56TM USB Acquisition Systems. 
 
4.1 Lead sulfate content measurement by chemical titration 
Batteries used for lead sulfate measurements were antimony-free vented SLI batteries, Exide 
L01033C24A, 40 Ah-12V. The plates were pulled out of the batteries and rinsed with 
distilled water for 1 week before picking up active material samples. Lead sulfate contents 
on the later samples were measured chemically: the successive formation of complexes is 
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of standby lead acid batteries, called “Low-current” method, has been developed at EDF 
(Nguyen et al., 2008, Dillenseger, 2004, Alzieu and Dillenseger, 2006). This method is 
derived from the intermittent charge: open-circuit periods are replaced by constant low 
current periods. These constant currents, whose values are smaller than traditional float 
currents, are intended to compensate, at least partially, self-discharge currents, and 
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?
 Fig. 7. Low-current method is derived from intermittent charge: open circuit periods are 
replaced by low currents, whose values are smaller than float current (200 to 500 μA/Ah). 
Battery should be in the minimum corrosion zone 
 
The choice of piloting the current instead of the voltage to supply low positive polarizations 
relates to the fact that maintaining a voltage with a value very close to the battery open 
voltage is difficult and can accidentally discharge the battery (Giess, 2001). Moreover, the 
scattering phenomenon when a voltage is applied to the battery consisting of cells in series 
configuration is unavoidable. Monitoring the voltage share for each cell is difficult and 
expensive while applying a current ensures that every cell receives a given current value. 
Although these low currents alone are not supposed to maintain a full state of charge, they 
can compensate most of the self-discharge. They thus enable the intervals between recharge 
phases to be considerably extended so that water losses and corrosion associated to these 
charges are reduced. 
Expected results are: (i) a slow down of the corrosion rate of positive grids, (ii) a reduction 
of the need of periodical charges. 
 
 




Laboratory experiments aim to evaluate the state of charge of batteries subjected (1) to open 
circuit, (2) to float charges and (3) to polarizations whose values are intermediate between 
zero and float polarizations, i.e. low current charges. Several current values below float 
currents have been tested.  
Two methods to evaluate the battery state of charge were used:  
 Measurement of lead sulfate content in the battery active materials by a chemical 
titration. This procedure requires the destruction of the battery 
 Battery capacity measurement by discharge tests. 
We started different experiments with antimony-free vented SLI batteries, Exide 40 Ah/12V 
L01033C24A. During the experiments, capacity measurement results of these batteries 
showed a high degree of dispersion, which we attributed to the fact that they are not 
suitable for repetitive charge-discharge cycles. We then continued these experiments with 
VRLA AGM batteries, EnerSys 400 Ah/2 V  
Low currents were applied using METRIX power supplies AX 502 2.5A – 30 V. As their 
accuracy does not allow a fine control of currents as low as a few mA, these power supplies 
were used as voltage regulators and the low currents were set using resistors in series. 
Positive polarizations were evaluated using a lead acid battery reference electrode, which 
was first charged and then stabilized at open circuit. A current path between the tested cell 
and the reference electrode was provided by a tube filled with immobilized electrolyte. 
The discharge-charge cycles were performed with BITRODE Battery Charge and Test 
System, Module Type LCN 100A – 5V. 
Voltages, currents, positive polarizations and temperatures were recorded with Personal 
Daq 56TM USB Acquisition Systems. 
 
4.1 Lead sulfate content measurement by chemical titration 
Batteries used for lead sulfate measurements were antimony-free vented SLI batteries, Exide 
L01033C24A, 40 Ah-12V. The plates were pulled out of the batteries and rinsed with 
distilled water for 1 week before picking up active material samples. Lead sulfate contents 
on the later samples were measured chemically: the successive formation of complexes is 
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achieved using nitric acid, acetic acid, xylenol orange and titriplex III (EDTA). The last 
complex is reached using a titrated solution of EDTA. The final stage of this reaction induces 
a color change: violet to yellow. Sulfate content was calculated from the sample mass and 
the quantity of EDTA used. 
Four batteries were subjected first to open circuit during 231 days, then to low currents of 
25, 50, 100 and 200 μA/Ah during 356 days at room temperature (23 ± 4°C) and were finally 
opened to analyze their lead sulfate content. 
 
4.2 Capacity measurement by discharge test 
Before beginning the experiments, we had a preliminary remark that the measurements of 
self-discharge, even after several months at open circuit, represent only a weak portion of 
the capacity, e.g. about 10%. The expected results concern differences between reduced rates 
of self-discharge. These results were supposed to be a few percent of the nominal capacity, 
which is less than the natural dispersion we generally observe in capacity measurements 
(e.g. between several batteries taken at random from the same lot of fabrication). 
Two methods are a priori possible: 
 Testing with a big enough number of batteries to obtain precise and meaningful 
statistical averages. We haven't chosen this method because the number of batteries 
required is too big for our test facilities. 
 Comparing the capacity results of every single battery subjected to n months of 
self-discharge or float charge or low-current charge to its own capacity measured 
after a full charge. This is the chosen method.  
Battery used for capacity measurements was VRLA AGM EnerSys 400Ah/2V. Four batteries 
of this technology were taken from the field and replaced by new ones after 6-year service, 
which corresponds to their mid-life (they are designed to last 12 years or more). In order to 
stabilize their capacities, these batteries were first subjected to 15 discharge-charge cycles, 
with discharges at C/10 - 1.8V stop voltage and IUi charges (C/10 until 2.4 V then 2.4 V for 
5 hours then C/80 without voltage restriction for 2 hours). The last capacity obtained is the 
reference capacity. They were then subjected to tests at room temperature (18 ± 3°C): open 
circuit, low-currents of 29 and 105 μA/Ah and float charge at 2.27V (current response is 414 
μA/Ah). After 6 months, these batteries were discharged with the same rate (C/10) to 
determine their final capacities. 
 
5. Results & Discussion 
 
5.1 Lead sulfate content measurement 
Table 3 gives the results of PbSO4 contents at initial state (after 231 days on open-circuit), 
and PbSO4 final contents (after 356 days more at open-circuit and at constant low currents 
varying from 25 to 200 μA/Ah). Sulfate content variations during 356 days are the 
difference between final and initial sulfate contents.  
From the obtained % of mass of PbSO4 contents, the % of mol of PbSO4 contents can be 






At the negative electrode we have: 
  )g(Pb)mol(%PbSO1)g(PbSO)mol(%PbSO )g(PbSO)mol(%PbSO)mass(%PbSO 444 444 
  (2) 
so: 
 )g(Pb)g(PbSO)mass(%PbSO)g(PbSO )g(Pb)mass(%PbSO)mol(%PbSO 444 44 
  (3) 
 
Executed service 












service (% mol) 
NAM PAM NAM PAM NAM PAM 
Initial state (231 days at 
open circuit) - 16 30 11.5 24.4 - - 
Self-discharge (Open-
circuit) 0 21 45 15.4 37.3 3.9 12.9 
Low current 25 16.8 24.0 12.1 19.4 0.6 -5 
Low current 50 11.5 19.1 8.1 15.4 -3.4 -9 
Low current 100 1.9 8.6 1.3 6.8 -10.2 -17.6 
Low current 200 1.4 4.8 1 3.8 -10.5 -20.6 
Table 3. After 231 days at open circuit, four batteries were subjected to low-currents during 
356 days at room temperature 23 ± 4°C. Contents of lead sulfate were measured at the 
negative active material (NAM) and the positive active material (PAM). Active material 
samples were taken from the middle of the negative and positive plates. 
 
Calculating the same way at the positive electrode:  
 
 )g(PbO)g(PbSO)mass(%PbSO)g(PbSO )g(PbO)mass(%PbSO)mol(%PbSO 2444 244 
  (4) 
 
From the variations of sulfate contents and the duration of the experiments, equivalent 





m)mol(%PbSOI 4Effect   (5) 
 
According to the Exide manufacturer, the masses of active materials of L01033C24A, 40 Ah-
12V battery are 365g of PbO2 and 300g of Pb.  
The Effective current at open circuit (IEffect0) is the self-discharge current (Iselfdischarge). It will 
be presented with a negative value in Table 4, as the battery is discharging.  
 
                          IEffect0 = Iselfdischarge (6) 
 
Applying Eq. (5) to the battery at open circuit, we have self-discharge currents of the 
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achieved using nitric acid, acetic acid, xylenol orange and titriplex III (EDTA). The last 
complex is reached using a titrated solution of EDTA. The final stage of this reaction induces 
a color change: violet to yellow. Sulfate content was calculated from the sample mass and 
the quantity of EDTA used. 
Four batteries were subjected first to open circuit during 231 days, then to low currents of 
25, 50, 100 and 200 μA/Ah during 356 days at room temperature (23 ± 4°C) and were finally 
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self-discharge, even after several months at open circuit, represent only a weak portion of 
the capacity, e.g. about 10%. The expected results concern differences between reduced rates 
of self-discharge. These results were supposed to be a few percent of the nominal capacity, 
which is less than the natural dispersion we generally observe in capacity measurements 
(e.g. between several batteries taken at random from the same lot of fabrication). 
Two methods are a priori possible: 
 Testing with a big enough number of batteries to obtain precise and meaningful 
statistical averages. We haven't chosen this method because the number of batteries 
required is too big for our test facilities. 
 Comparing the capacity results of every single battery subjected to n months of 
self-discharge or float charge or low-current charge to its own capacity measured 
after a full charge. This is the chosen method.  
Battery used for capacity measurements was VRLA AGM EnerSys 400Ah/2V. Four batteries 
of this technology were taken from the field and replaced by new ones after 6-year service, 
which corresponds to their mid-life (they are designed to last 12 years or more). In order to 
stabilize their capacities, these batteries were first subjected to 15 discharge-charge cycles, 
with discharges at C/10 - 1.8V stop voltage and IUi charges (C/10 until 2.4 V then 2.4 V for 
5 hours then C/80 without voltage restriction for 2 hours). The last capacity obtained is the 
reference capacity. They were then subjected to tests at room temperature (18 ± 3°C): open 
circuit, low-currents of 29 and 105 μA/Ah and float charge at 2.27V (current response is 414 
μA/Ah). After 6 months, these batteries were discharged with the same rate (C/10) to 
determine their final capacities. 
 
5. Results & Discussion 
 
5.1 Lead sulfate content measurement 
Table 3 gives the results of PbSO4 contents at initial state (after 231 days on open-circuit), 
and PbSO4 final contents (after 356 days more at open-circuit and at constant low currents 
varying from 25 to 200 μA/Ah). Sulfate content variations during 356 days are the 
difference between final and initial sulfate contents.  
From the obtained % of mass of PbSO4 contents, the % of mol of PbSO4 contents can be 
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  (3) 
 
Executed service 












service (% mol) 
NAM PAM NAM PAM NAM PAM 
Initial state (231 days at 
open circuit) - 16 30 11.5 24.4 - - 
Self-discharge (Open-
circuit) 0 21 45 15.4 37.3 3.9 12.9 
Low current 25 16.8 24.0 12.1 19.4 0.6 -5 
Low current 50 11.5 19.1 8.1 15.4 -3.4 -9 
Low current 100 1.9 8.6 1.3 6.8 -10.2 -17.6 
Low current 200 1.4 4.8 1 3.8 -10.5 -20.6 
Table 3. After 231 days at open circuit, four batteries were subjected to low-currents during 
356 days at room temperature 23 ± 4°C. Contents of lead sulfate were measured at the 
negative active material (NAM) and the positive active material (PAM). Active material 
samples were taken from the middle of the negative and positive plates. 
 
Calculating the same way at the positive electrode:  
 
 )g(PbO)g(PbSO)mass(%PbSO)g(PbSO )g(PbO)mass(%PbSO)mol(%PbSO 2444 244 
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From the variations of sulfate contents and the duration of the experiments, equivalent 





m)mol(%PbSOI 4Effect   (5) 
 
According to the Exide manufacturer, the masses of active materials of L01033C24A, 40 Ah-
12V battery are 365g of PbO2 and 300g of Pb.  
The Effective current at open circuit (IEffect0) is the self-discharge current (Iselfdischarge). It will 
be presented with a negative value in Table 4, as the battery is discharging.  
 
                          IEffect0 = Iselfdischarge (6) 
 
Applying Eq. (5) to the battery at open circuit, we have self-discharge currents of the 
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   
 
“Current Balance” is the result theoretically expected when applying a current to the 
battery. So it is the subtraction of the applied low current and the self-discharge current. 
 
Current Balance: eargselfdischAppliedBalance III   (7) 
  
Executed service 






I Effect (μA/Ah) 
Calculated 
Current Balance 
I Balance (μA/Ah) 
Calculated rate 
of side reactions 
I Side-reac 
(μA/Ah) 
NAM PAM NAM PAM NAM PAM 
Initial state (231 
days at open circuit) - - - - - - - 
Self-discharge 
(Open-circuit) 0 -9 -30 -9 -30 -9 -30 
Low current 25 -1.4 12 16 -5 -26.4 -13 
idem 50 8 22 41 20 -42 -28 
idem 100 23 42.6 91 70 -77 -57.4 
idem 200 24 50 191 170 -176 -150 
Table 4. Equivalent currents obtained from the variations of sulfate level and the duration of 
the experiments, calculated current balances and side reaction rates.  
 
Side reactions are always present inside the lead acid cell at open circuit as well as under 
low currents. At open circuit, the side reaction rate is the self-discharge current. Under low 
currents, side reaction rates can be calculated by subtracting the effective currents to the 
applied current.  
 
Side reaction rate under low currents: AppliedEffectivereacSide III   (8) 
 
In figure 9, Effective Currents (EC) are compared to Current Balances (CB) and Side 
Reaction Rates (SRR) for negative and positive plates. 
 
At open-circuit in figure 9, variations of sulfate content in mole percent are +3.9% for the 
NAM and +12.9% for the PAM (Nguyen et al., 2008). One can calculate from these sulfate 
content variations the self-discharge currents during 356 days of the experiment: -9 μA/Ah 
and -30 μA/Ah for the negative and positive electrodes respectively. The self-discharge rate 
of the positive electrode is more than three times faster than the self-discharge rate of the 
negative electrode. 
 
The lowest current we tested, 25 μA/Ah, induces a drastic change in the sulfate content 
evolution inside the active materials. The sulfate content in the NAM remains almost 
constant (0.6 % increase) while the sulfate content in the PAM decreases by 5%. So, the 
positive plate behaves worse than the negative plate at open-circuit but it has a better 











(b) Positive plates 
Fig. 9. Equivalent currents calculated from the variations of sulfate levels vs. applied 
currents: (a) negative plates, (b) positive plates. Current balance (CB) is the subtraction of 
the applied low currents and the self-discharge currents. Effective current (EC) is the 
equivalent currents corresponding to the sulfate content variations. Side reaction rate (SRR) 
is the subtraction of the effective currents and the applied currents 
 
a. Negative plates 
Figure 9 (a) shows the calculated current balances and the effective currents for the negative 
plates.  
According to the lead sulfate content variation at 25 μA/Ah, the effective current for NAM 
is -1.4 μA/Ah. This negative value means that the low current compensates only partially 
the self-discharge. The current balance at 25 μA/Ah is: 25 - 9 = 16 μA/Ah.  
The difference between the current balance and the effective current can be associated to 
losses of the applied current. Another explanation could be an increase of the secondary 
reactions involved in the self-discharge process under the polarization resulting from the 
applied current. These two hypotheses are in fact the same as secondary reactions involved 
in the self-discharge process and in losses during charging are identical: mainly hydrogen 
evolution and some oxygen recombination. 
 
b. Positive plates 
Figure 9 (b) shows the calculated current balances and the effective resulting currents for the 
positive plates.  
 
A surprising result is observed at the 25 μA/Ah applied current. The effective current 
(12 μA/Ah), is higher than the calculated current balance (-5 μA/Ah). Of course, one cannot 
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the experiments, calculated current balances and side reaction rates.  
 
Side reactions are always present inside the lead acid cell at open circuit as well as under 
low currents. At open circuit, the side reaction rate is the self-discharge current. Under low 
currents, side reaction rates can be calculated by subtracting the effective currents to the 
applied current.  
 
Side reaction rate under low currents: AppliedEffectivereacSide III   (8) 
 
In figure 9, Effective Currents (EC) are compared to Current Balances (CB) and Side 
Reaction Rates (SRR) for negative and positive plates. 
 
At open-circuit in figure 9, variations of sulfate content in mole percent are +3.9% for the 
NAM and +12.9% for the PAM (Nguyen et al., 2008). One can calculate from these sulfate 
content variations the self-discharge currents during 356 days of the experiment: -9 μA/Ah 
and -30 μA/Ah for the negative and positive electrodes respectively. The self-discharge rate 
of the positive electrode is more than three times faster than the self-discharge rate of the 
negative electrode. 
 
The lowest current we tested, 25 μA/Ah, induces a drastic change in the sulfate content 
evolution inside the active materials. The sulfate content in the NAM remains almost 
constant (0.6 % increase) while the sulfate content in the PAM decreases by 5%. So, the 
positive plate behaves worse than the negative plate at open-circuit but it has a better 











(b) Positive plates 
Fig. 9. Equivalent currents calculated from the variations of sulfate levels vs. applied 
currents: (a) negative plates, (b) positive plates. Current balance (CB) is the subtraction of 
the applied low currents and the self-discharge currents. Effective current (EC) is the 
equivalent currents corresponding to the sulfate content variations. Side reaction rate (SRR) 
is the subtraction of the effective currents and the applied currents 
 
a. Negative plates 
Figure 9 (a) shows the calculated current balances and the effective currents for the negative 
plates.  
According to the lead sulfate content variation at 25 μA/Ah, the effective current for NAM 
is -1.4 μA/Ah. This negative value means that the low current compensates only partially 
the self-discharge. The current balance at 25 μA/Ah is: 25 - 9 = 16 μA/Ah.  
The difference between the current balance and the effective current can be associated to 
losses of the applied current. Another explanation could be an increase of the secondary 
reactions involved in the self-discharge process under the polarization resulting from the 
applied current. These two hypotheses are in fact the same as secondary reactions involved 
in the self-discharge process and in losses during charging are identical: mainly hydrogen 
evolution and some oxygen recombination. 
 
b. Positive plates 
Figure 9 (b) shows the calculated current balances and the effective resulting currents for the 
positive plates.  
 
A surprising result is observed at the 25 μA/Ah applied current. The effective current 
(12 μA/Ah), is higher than the calculated current balance (-5 μA/Ah). Of course, one cannot 
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have an efficiency that is higher than 100%. The low current effect is then not only a 
compensation of the self-discharge process, but a modification and/or a rate reduction of 
the secondary reactions involved in this process. Indeed, one observes a minimum of the 
side reaction rate at 25 μA/Ah (cf. figure 9). 
Secondary reactions at the positive electrode are the oxygen evolution and the positive grid 
corrosion.  
Oxygen evolution takes place at open-circuit, charge and discharge potentials. This reaction 
is known to increase its rate with positive polarization, so it cannot be the reason of the 
reduction of the self-discharge process observed in this case.  
On the contrary, corrosion can slow down under positive polarizations. This phenomenon is 
well known in the field of corrosion of metals as anodic protection, or more generally as 
corrosion passivation.  
In the case of lead acid batteries, it is also well known that corrosion reactions are different 
at open-circuit and during charging. More exactly, corrosion reactions of the positive grid 
consist of two steps: 
 
  e2PbOOPb 2  Reaction 11 
  e2PbOOPbO 22  Reaction 12 
 
In which, O2- ions are brought by migration from the active material across oxidation layers.  
Only the first step, Reaction 11, operates at open-circuit while these both steps occur during 
charging. 
Indeed, at open-circuit, divalent lead (Pb2+) is the stable state for lead. Only the first step of 
the corrosion reaction occurs but not the second step (Reaction 12, in which Pb2+ would 
oxidize into Pb4+), because Pb4+ is not the thermodynamically stable state for lead. As at 
open-circuit the two electrons of Reaction 11 cannot be evacuated by the external circuit, 
they are used by reduction of Pb4+ into Pb2+ in the discharge reaction of the positive active 
material: 
 
OH4PbSOe2OH2SOHPbO 243422    Reaction 8 
 
The combination of Reaction 11 and Reaction 8 is then: 
 
OHPbOPbSOSOHPbPbO 24422   Reaction 6 
 
When PbO is not protected with a dense PbO2 layer, it reacts chemically with sulfuric acid to 
form PbSO4 as follows: 
 
OHPbSOSOHPbO 2442   Reaction 10 
 
The overall corrosion reaction at open-circuit is then: 
 
 
OH2PbSO2SOH2PbPbO 24422   Reaction 9 
 
When this reaction occurs, usually in prolonged open-circuit conditions, positive grids are 
no more protected. Indeed, the formation of lead sulfate in the corrosion layers leads to 
mechanical stress, causing the formation of cracks and the destruction of the protective 
layer. 
During charging (under low currents), Reaction 12 takes place. Under positive polarization, 
Pb4+ (in PbO2) is indeed the stable species of lead. PbO2 produced in Reaction 12 is formed in 
the outer part of the corrosion layer. As it is dense, issued from the dense inner layer, and 
stable in sulfuric acid solution, it takes the role of protecting the PbO inner layer and the 
positive grid from the electrolyte (Ruetschi, 2004, Berndt, 1997, Garche, 1995). 
Under positive polarizations, grid corrosion, which is part of the self-discharge process of 
the positive electrode, is then slowed down by the formation of a protective layer of dense 
PbO2. Therefore, for the positive electrode, this can be the reason why the effective current is 
sensibly higher than the calculated current balance, as long as corrosion is important part of 
the positive self-discharge process. Benefit of 25 μA/Ah low current is then triple: 
 
(i) Compensation of the self-discharge:  
For intermittent charge, in the prospect of replacing open-circuit periods by low current 
periods, it is obvious that periodical charges would no longer be necessary or at least would 
be required less frequently.  
 
(ii) Slowing down of the corrosion rate: 
As mentioned previously, several authors indicate a minimum corrosion zone. This 
minimum is generally situated at positive polarizations in the [30, 80] mV range. Indeed, at 
25 μA/Ah, the strong effect observed can be attributed to an important reduction of the 
corrosion rate. But in this case the positive polarization is in the order of 2 mV much lower 
than the preceding published values. It must be noticed that our results, obtained from long 
duration tests (over 19 months) at room temperature, differ from these published results, 
generally obtained at accelerated conditions. 
 
(iii) Reduction of water consumption: 
It concerns water involved in corrosion reactions. In these reactions, the oxygen is taken 
from the positive active material. In turn, the active material takes oxygen from water of the 
electrolyte. The oxygen, finally locked in the corrosion product layers, cannot be recombined 
to reform water. So, the decrease of water consumption due to corrosion is important for the 
battery life span. 
 
5.2 Capacity measurement 
Table 5 gives the capacities of VRLA batteries before (Cref) and after (Cfin) 6 months at open-
circuit, at low currents of 29 and 105 μA/Ah, and at 2.27V float charge. These experiments 
were done at room temperature (18 ± 3°C). The battery at open-circuit for 6 months lost (264 
- 327)/327 = -19.3 % of its capacity compared to its reference capacity; the capacity of the 
battery subjected to 105 μA/Ah increased by (329 - 313)/329 = +5.1%. 
Figure 10 (a) shows the capacity variations given for each battery in percent of their 
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have an efficiency that is higher than 100%. The low current effect is then not only a 
compensation of the self-discharge process, but a modification and/or a rate reduction of 
the secondary reactions involved in this process. Indeed, one observes a minimum of the 
side reaction rate at 25 μA/Ah (cf. figure 9). 
Secondary reactions at the positive electrode are the oxygen evolution and the positive grid 
corrosion.  
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is known to increase its rate with positive polarization, so it cannot be the reason of the 
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well known in the field of corrosion of metals as anodic protection, or more generally as 
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Only the first step, Reaction 11, operates at open-circuit while these both steps occur during 
charging. 
Indeed, at open-circuit, divalent lead (Pb2+) is the stable state for lead. Only the first step of 
the corrosion reaction occurs but not the second step (Reaction 12, in which Pb2+ would 
oxidize into Pb4+), because Pb4+ is not the thermodynamically stable state for lead. As at 
open-circuit the two electrons of Reaction 11 cannot be evacuated by the external circuit, 
they are used by reduction of Pb4+ into Pb2+ in the discharge reaction of the positive active 
material: 
 
OH4PbSOe2OH2SOHPbO 243422    Reaction 8 
 
The combination of Reaction 11 and Reaction 8 is then: 
 
OHPbOPbSOSOHPbPbO 24422   Reaction 6 
 
When PbO is not protected with a dense PbO2 layer, it reacts chemically with sulfuric acid to 
form PbSO4 as follows: 
 
OHPbSOSOHPbO 2442   Reaction 10 
 
The overall corrosion reaction at open-circuit is then: 
 
 
OH2PbSO2SOH2PbPbO 24422   Reaction 9 
 
When this reaction occurs, usually in prolonged open-circuit conditions, positive grids are 
no more protected. Indeed, the formation of lead sulfate in the corrosion layers leads to 
mechanical stress, causing the formation of cracks and the destruction of the protective 
layer. 
During charging (under low currents), Reaction 12 takes place. Under positive polarization, 
Pb4+ (in PbO2) is indeed the stable species of lead. PbO2 produced in Reaction 12 is formed in 
the outer part of the corrosion layer. As it is dense, issued from the dense inner layer, and 
stable in sulfuric acid solution, it takes the role of protecting the PbO inner layer and the 
positive grid from the electrolyte (Ruetschi, 2004, Berndt, 1997, Garche, 1995). 
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PbO2. Therefore, for the positive electrode, this can be the reason why the effective current is 
sensibly higher than the calculated current balance, as long as corrosion is important part of 
the positive self-discharge process. Benefit of 25 μA/Ah low current is then triple: 
 
(i) Compensation of the self-discharge:  
For intermittent charge, in the prospect of replacing open-circuit periods by low current 
periods, it is obvious that periodical charges would no longer be necessary or at least would 
be required less frequently.  
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25 μA/Ah, the strong effect observed can be attributed to an important reduction of the 
corrosion rate. But in this case the positive polarization is in the order of 2 mV much lower 
than the preceding published values. It must be noticed that our results, obtained from long 
duration tests (over 19 months) at room temperature, differ from these published results, 
generally obtained at accelerated conditions. 
 
(iii) Reduction of water consumption: 
It concerns water involved in corrosion reactions. In these reactions, the oxygen is taken 
from the positive active material. In turn, the active material takes oxygen from water of the 
electrolyte. The oxygen, finally locked in the corrosion product layers, cannot be recombined 
to reform water. So, the decrease of water consumption due to corrosion is important for the 
battery life span. 
 
5.2 Capacity measurement 
Table 5 gives the capacities of VRLA batteries before (Cref) and after (Cfin) 6 months at open-
circuit, at low currents of 29 and 105 μA/Ah, and at 2.27V float charge. These experiments 
were done at room temperature (18 ± 3°C). The battery at open-circuit for 6 months lost (264 
- 327)/327 = -19.3 % of its capacity compared to its reference capacity; the capacity of the 
battery subjected to 105 μA/Ah increased by (329 - 313)/329 = +5.1%. 
Figure 10 (a) shows the capacity variations given for each battery in percent of their 
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reference capacities. These percentages are also the state of charge variations induced by the 
applied currents during the 6 months of experiments. The capacity variations are converted 
to the equivalent currents or as named above the effective currents. These effective currents 
are presented as a function of the applied current in figure 10 (b). The currents balances and 
the side reaction rates are calculated as the same way in the section 5.1. At open-circuit, the 
capacity reduction of 63 Ah after 6 months allows calculating the average self-discharge 
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6 months at room temperature 




(Cfin - Cref)/ Cref (%) 
B115 340.0 ~ 414 (float charge at 2.27V) 379.0 11.8 
B116 313.0 105 329.0 5.1 
B117 318.0 29 308.0 -3.1 
B118 327.0 0 264.0 -19.3 
Table 5. Capacities of the VRLA batteries, which were subjected to open circuit, to 29 and 
105 μA/Ah low-currents and to 2.27 V float charge during 6 months at room temperature 
























Fig. 10. VRLA Batteries were tested during 6 months at room temperature (18 ± 3°C). 
(a) Relative capacity variations (state of charge variations) vs. applied currents.  
(b) Equivalent currents calculated from the capacity variations vs. applied currents. 
 
The capacity variation has a strong increase for the lowest applied current (29 μA/Ah). It 
appears that this low current, whose value is 80 % of the average self-discharge current 
(36 μA/Ah), compensates 84 % of the self-discharge. Such a high efficiency (superior to 
100%) suggests that these VRLA batteries could be positive limited at this mid-life state. 
Further experiments confirmed that these batteries were indeed positive limited.  
Increases of the battery state of charge at the low current of 105 μA/Ah and at float current 
of 414 μA/Ah indicate that the charge procedure we used does not lead to a real full charge. 
Charge is then completed slowly at currents beyond 50 μA/Ah. The reference capacity is 
 
supposed to be the maximum capacity the battery is able to discharge after a full charge. But 
what is a full charge? We all know that absolute full charge of a lead acid battery does not 
exist. It is an asymptotic state. What we generally call a full charge is in fact the result of a 
compromise between the search of a high state of charge and the time we can spend on this 
operation. In practice it is considered that the end of charge is reached, when there is no 
charging current or voltage evolution during at least 2 hours. Our “full charge” procedure 
for VRLA batteries was a classical IUi charge. According to the results above, we must 
consider that our charge procedures were not sufficient to reach states of charge as high as 
after a few months of float charge or even of low current charge.  
According to experiment results, we supposed that when combined with low currents in the 
order of 25 to 50 μA/Ah, a refresh charge every 6 months or every single year is sufficient to 
maintain antimony-free batteries in a good state of charge. Higher currents, as traditional 
float currents (10 times higher), are not necessary and not suited, as they would increase 
corrosion and water loss. We consider using a refresh charge only when the battery has been 
subjected to a discharge service. 
 
6. New management system for standby antimony-free battery 
 
Valve regulated lead acid batteries - VRLA batteries - have been developed and used for 
about 30 years in standby applications. They have shown several advantages compared to 
flooded lead acid batteries: spill-proof, reduced weight, free from excessive gas evolution or 
acid spillage, reduced maintenance and reduced cost. However, limitations have been also 
observed concerning system reliability and battery service life.  
Several reliability prediction methods have been used such as complete discharge test (Piller 
et al., 2001), open-circuit voltage measurement (Bullock et al., 1997), conductance testing 
(Kniveton, 1995), internal resistance and impedance measurements (Hariprakash et al., 2004, 
Huet, 1998, Karden et al., 2000, Rodrigues et al., 2000, Shukla et al., 1998, Piller et al., 2001). 
Among these, the complete discharge test is well known as the most reliable one but it 
requires service interruption. This has driven EDF R&D to develop the “Stationary 
Multibat” system, which consists of a new design of the electrochemical storage and an 
adapted electronic battery management system (Desanti and Schweitz, 2006). This system, 
combining redundancy and automated periodical capacity measurements, increases 
reliability and allows a real time monitoring of the battery state of health. Redundancy not 
only ensures the continuity of service in the case of a cell failure, but also enables complete 
discharges to be periodically performed without service interruption.  
Standby VRLA batteries maintained under a constant float voltage to compensate self-
discharge encounter the problem of short service life, e.g. about 3-4 years compared to the 
so-called 20-year design and to the 20-year lifetime of conventional lead acid batteries in 
similar conditions (Misra, 2007). Indeed, VRLA batteries under float charges are 
permanently overcharged and different failure modes have been observed, such as 
corrosion of positive grid alloys, electrolyte dry-out and thermal runaway (Berndt, 1997, 
Feder, 2001, Ruetschi, 2004, Wagner, 1995, Dai et al., 2006). 
A new management system for standby VRLA batteries has been developed at EDF using 
the Stationary Multibat system (Desanti and Schweitz, 2006) to ensure system reliability and 
the Low-current method (Nguyen et al., 2008) to improve the battery life span. 
Figure 11 (a) describes a simplified schematic diagram of the Stationary Multibat system. 
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for VRLA batteries was a classical IUi charge. According to the results above, we must 
consider that our charge procedures were not sufficient to reach states of charge as high as 
after a few months of float charge or even of low current charge.  
According to experiment results, we supposed that when combined with low currents in the 
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maintain antimony-free batteries in a good state of charge. Higher currents, as traditional 
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flooded lead acid batteries: spill-proof, reduced weight, free from excessive gas evolution or 
acid spillage, reduced maintenance and reduced cost. However, limitations have been also 
observed concerning system reliability and battery service life.  
Several reliability prediction methods have been used such as complete discharge test (Piller 
et al., 2001), open-circuit voltage measurement (Bullock et al., 1997), conductance testing 
(Kniveton, 1995), internal resistance and impedance measurements (Hariprakash et al., 2004, 
Huet, 1998, Karden et al., 2000, Rodrigues et al., 2000, Shukla et al., 1998, Piller et al., 2001). 
Among these, the complete discharge test is well known as the most reliable one but it 
requires service interruption. This has driven EDF R&D to develop the “Stationary 
Multibat” system, which consists of a new design of the electrochemical storage and an 
adapted electronic battery management system (Desanti and Schweitz, 2006). This system, 
combining redundancy and automated periodical capacity measurements, increases 
reliability and allows a real time monitoring of the battery state of health. Redundancy not 
only ensures the continuity of service in the case of a cell failure, but also enables complete 
discharges to be periodically performed without service interruption.  
Standby VRLA batteries maintained under a constant float voltage to compensate self-
discharge encounter the problem of short service life, e.g. about 3-4 years compared to the 
so-called 20-year design and to the 20-year lifetime of conventional lead acid batteries in 
similar conditions (Misra, 2007). Indeed, VRLA batteries under float charges are 
permanently overcharged and different failure modes have been observed, such as 
corrosion of positive grid alloys, electrolyte dry-out and thermal runaway (Berndt, 1997, 
Feder, 2001, Ruetschi, 2004, Wagner, 1995, Dai et al., 2006). 
A new management system for standby VRLA batteries has been developed at EDF using 
the Stationary Multibat system (Desanti and Schweitz, 2006) to ensure system reliability and 
the Low-current method (Nguyen et al., 2008) to improve the battery life span. 
Figure 11 (a) describes a simplified schematic diagram of the Stationary Multibat system. 
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Three battery-pack strings in parallel instead of one pack are used in order to improve the 
system reliability. In case of a cell failure such as an open circuit, the system loses only one 
battery-pack string, i.e. one-third of the total capacity. This configuration also allows each 
string to be discharged completely across the test resistance to evaluate its real state of 
health. Each battery string is periodically (e.g. every 6 months) discharged and charged. 
Fig. (b) describes how to integrate and to operate Low-current method of maintaining the 
charge on the Stationary Multibat system: 
 A resistance branch is added to reduce the traditional float current with a factor of 
5 to 10. In standby state, Programmable Logic Controllers (PLC) K1 and K2 are 
open; the battery is maintained at charge with a low current via the resistance R.  
 On backup demand, a voltage drop appears on the DC bus, the battery 
immediately provides electricity to the DC load via the diode D. Then PLC K1 
closes; the battery directly supplies power to DC load. 
 During the periodical discharge test (e.g. every 6 months) to evaluate the battery state 
of heath, PLC K2 closes and K1 stays open. The battery-pack string is discharged 
across the test resistance. The low current, still provided to the battery pack string, is 
a parasitic but negligible effect (< 0.1%). Next, the charge is operated via K1. The 
charge current is controlled by a Pulse Wave Modulation (PWM). When the charge 
finishes, K1 re-opens, the battery is re-maintained the charge with a low current via R. 
All those operations are done sequentially and automatically so that no intervention is 













                                         (a)                                                                            (b) 
Fig. 11. (a) Simplified schematic diagram of the Stationary Multibat system. (b) Zoom on the 
power electronic components of one of the three battery-pack strings using Low-current 
method. 
 
This system is expected to fulfill three targets: 
 Increasing the system reliability by a redundancy in the design of the battery 
system and by an assessment method to control battery state of health. 
 Improving battery life spans by the Low-current method, leading to reduced 
corrosion and water loss. 





Antimony-free lead-acid batteries were tested for several months at open-circuit, float 
charge and intermediate rates of charge – called “Low-current” in this chapter. The 
following conclusions can be drawn from this study: 
 In antimony-free lead acid batteries, the self-discharge rate of the positive electrode 
is higher than that of the negative electrode. 
 Low-currents beyond 25 μA/Ah appear to be able to maintain the state of charge 
for both positive and negative plates. 
 The effect of 25 μA/Ah low current on the positive active material is much higher 
than a simple compensation of the self-discharge. This can be explained by a 
passivation phenomenon of the positive grid corrosion. In other words, it 
constitutes an anodic protection of the positive grid. 
 The use of low-current periods in place of open-circuit periods in the intermittent 
charging method should increase the life span of VRLA batteries, as it both lowers 
the water consumption and the corrosion rate of positive grids. 
Combining the Low-current method, battery redundancy and automated periodical capacity 
measurements, VRLA batteries should provide long life spans and high reliability. Several 




The authors gratefully acknowledge financial support from the Association Nationale de la 




ALZIEU, J. & DILLENSEGER, G. (2006) Method for maintaining the charge of a lead storage 
battery. France, Electricite de France. 
BERNDT, D. (1997) Maintenance-Free batteries, Taunton, Somerset, New York, Chichester, 
Toronto, Brisbane, Singapore, Research studies press LTD, John Wiley & Sons INC. 
BERNDT, D. & TEUTSCH, U. (1996) Float charging of VRLA batteries: A balancing act 
between secondary reactions. Journal of Electrochemical Society, 143. 
BODE, H. (1977) Lead Acid batteries, New York, London, Sydney, Toronto, John Wiley & 
Sons. 
BRECHT, W. B. (1998) Strategies for overcoming the adverse effects of imbalances in the 
second order reactions in valve regulated lead acid cells. Telecommunications Energy 
Conference, 1998. INTELEC. Twentieth International. 
BRECHT, W. B., FEDER, D. O., MCANDREWS, J. M. & WILLIAMSON, A. J. (1989) The 
effect of positive polarization on grid growth, cell performance and life. II. 
Telecommunications Energy Conference, 1989. INTELEC '89. Conference Proceedings., 
Eleventh International. 
BRECHT, W. B., FEDER, D. O., MCANDREWS, J. M. & WILLIAMSON, A. J. (1990) Low 
float technology battery. United States, C & D Charter Power Systems, Inc. 
(Plymouth Meeting, PA). 
www.intechopen.com
Traditional loat charges: are they suited to stationary antimony-free lead acid batteries? 689  
 
Three battery-pack strings in parallel instead of one pack are used in order to improve the 
system reliability. In case of a cell failure such as an open circuit, the system loses only one 
battery-pack string, i.e. one-third of the total capacity. This configuration also allows each 
string to be discharged completely across the test resistance to evaluate its real state of 
health. Each battery string is periodically (e.g. every 6 months) discharged and charged. 
Fig. (b) describes how to integrate and to operate Low-current method of maintaining the 
charge on the Stationary Multibat system: 
 A resistance branch is added to reduce the traditional float current with a factor of 
5 to 10. In standby state, Programmable Logic Controllers (PLC) K1 and K2 are 
open; the battery is maintained at charge with a low current via the resistance R.  
 On backup demand, a voltage drop appears on the DC bus, the battery 
immediately provides electricity to the DC load via the diode D. Then PLC K1 
closes; the battery directly supplies power to DC load. 
 During the periodical discharge test (e.g. every 6 months) to evaluate the battery state 
of heath, PLC K2 closes and K1 stays open. The battery-pack string is discharged 
across the test resistance. The low current, still provided to the battery pack string, is 
a parasitic but negligible effect (< 0.1%). Next, the charge is operated via K1. The 
charge current is controlled by a Pulse Wave Modulation (PWM). When the charge 
finishes, K1 re-opens, the battery is re-maintained the charge with a low current via R. 
All those operations are done sequentially and automatically so that no intervention is 













                                         (a)                                                                            (b) 
Fig. 11. (a) Simplified schematic diagram of the Stationary Multibat system. (b) Zoom on the 
power electronic components of one of the three battery-pack strings using Low-current 
method. 
 
This system is expected to fulfill three targets: 
 Increasing the system reliability by a redundancy in the design of the battery 
system and by an assessment method to control battery state of health. 
 Improving battery life spans by the Low-current method, leading to reduced 
corrosion and water loss. 





Antimony-free lead-acid batteries were tested for several months at open-circuit, float 
charge and intermediate rates of charge – called “Low-current” in this chapter. The 
following conclusions can be drawn from this study: 
 In antimony-free lead acid batteries, the self-discharge rate of the positive electrode 
is higher than that of the negative electrode. 
 Low-currents beyond 25 μA/Ah appear to be able to maintain the state of charge 
for both positive and negative plates. 
 The effect of 25 μA/Ah low current on the positive active material is much higher 
than a simple compensation of the self-discharge. This can be explained by a 
passivation phenomenon of the positive grid corrosion. In other words, it 
constitutes an anodic protection of the positive grid. 
 The use of low-current periods in place of open-circuit periods in the intermittent 
charging method should increase the life span of VRLA batteries, as it both lowers 
the water consumption and the corrosion rate of positive grids. 
Combining the Low-current method, battery redundancy and automated periodical capacity 
measurements, VRLA batteries should provide long life spans and high reliability. Several 




The authors gratefully acknowledge financial support from the Association Nationale de la 




ALZIEU, J. & DILLENSEGER, G. (2006) Method for maintaining the charge of a lead storage 
battery. France, Electricite de France. 
BERNDT, D. (1997) Maintenance-Free batteries, Taunton, Somerset, New York, Chichester, 
Toronto, Brisbane, Singapore, Research studies press LTD, John Wiley & Sons INC. 
BERNDT, D. & TEUTSCH, U. (1996) Float charging of VRLA batteries: A balancing act 
between secondary reactions. Journal of Electrochemical Society, 143. 
BODE, H. (1977) Lead Acid batteries, New York, London, Sydney, Toronto, John Wiley & 
Sons. 
BRECHT, W. B. (1998) Strategies for overcoming the adverse effects of imbalances in the 
second order reactions in valve regulated lead acid cells. Telecommunications Energy 
Conference, 1998. INTELEC. Twentieth International. 
BRECHT, W. B., FEDER, D. O., MCANDREWS, J. M. & WILLIAMSON, A. J. (1989) The 
effect of positive polarization on grid growth, cell performance and life. II. 
Telecommunications Energy Conference, 1989. INTELEC '89. Conference Proceedings., 
Eleventh International. 
BRECHT, W. B., FEDER, D. O., MCANDREWS, J. M. & WILLIAMSON, A. J. (1990) Low 
float technology battery. United States, C & D Charter Power Systems, Inc. 
(Plymouth Meeting, PA). 
www.intechopen.com
Trends in Telecommunications Technologies690  
 
BRISSAUD, C., REUMONT, G., SMAHA, J. P. & FOCT, J. (1997) Structural and 
morphological study of damage in lead/acid batteries during cycling and floating 
tests. Journal of Power Sources, 64, 117-122. 
BULLOCK, K. R., WEEKS, M. C., BOSE, C. S. C. & MURUGESAMOORTHI, K. A. (1997) A 
predictive model of the reliabilities and the distributions of the acid concentrations, 
open-circuit voltages and capacities of valve-regulated lead/acid batteries during 
storage. Journal of Power Sources, 64, 139-145. 
COOPER, A. & MOSELEY, P. T. (2003) Progress in overcoming the failure modes peculiar to 
VRLA batteries. Journal of Power Sources, 113, 200-208. 
CULPIN, B. (2004) Thermal runaway in valve-regulated lead-acid cells and the effect of 
separator structure. Journal of Power Sources, 133, 79-86. 
DAI, C., YI, T., WANG, D. & HU, X. (2006) Effects of lead-foam grids on performance of 
VRLA battery. Journal of Power Sources, 158, 885-890. 
DESANTI, J. D. & SCHWEITZ, G. (2006) Decreasing Owning Costs of MV/LV Substations 
Backup Batteries. Telecommunications Energy Conference, 2006. INTELEC '06. 28th 
Annual International. 
DILLENSEGER, G. (2004) Caractérisation de nouveaux modes de maintien en charge pour 
batteries stationnaires de secours. Sciences et Techniques du Languedoc. Montpellier, 
Université de Montpellier II. 
ELGH, R. (1994) Tests on valve regulated lead acid batteries at different environmental 
temperatures and float voltages. Telecommunications Energy Conference, 1994. 
INTELEC '94., 16th International. 
FEDER, D. O. (2001) 1950-2001: more than one-half century of learning how to live with each 
new generation of telecommunication standby batteries. Telecommunications Energy 
Conference, 2001. INTELEC 2001. Twenty-Third International. 
FEDER, D. O. & CAROSELLA, G. (1994) The never ending pursuit of float voltage 
uniformity in stationary reserve battery plants. Telecommunications Energy 
Conference, 1994. INTELEC '94., 16th International. 
GARCHE, J. (1995) Corrosion of lead and lead alloys: influence of the active mass and of the 
polarization conditions. Journal of Power Sources, 53, 85-92. 
GIESS, H. (1997) Investigation of thermal phenomena in VRLA/AGM stationary lead/acid 
batteries with a thermal video imaging system. Journal of Power Sources, 67, 49-59. 
GIESS, H. (2001) The operation of VRLA monoblocs with an on/off float charge regime. 
Telecommunications Energy Conference, 2001. INTELEC 2001. Twenty-Third 
International. 
GUN, J. P., FIORINA, J. N., FRAISSE, M. & MABBOUX, H. (1997) Increasing UPS battery life 
main failure modes, charging and monitoring solutions. Telecommunications Energy 
Conference, 1997. INTELEC 97., 19th International. 
HARIPRAKASH, B., MARTHA, S. K., JAIKUMAR, A. & SHUKLA, A. K. (2004) On-line 
monitoring of lead-acid batteries by galvanostatic non-destructive technique. 
Journal of Power Sources, 137, 128-133. 
HAWKINS, J. M., MOORE, L. E. E. & BARLING, L. O. (1995) Aspects of the float and 
temperature behaviour of lead-acid batteries in telecommunications applications. 
Telecommunications Energy Conference, 1995. INTELEC '95., 17th International. 
HU, J., GUO, Y. & ZHOU, X. (2006) Thermal runaway of valve-regulated lead-acid batteries. 
Journal of Applied Electrochemistry, 36, 1083-1089. 
 
HUET, F. (1998) A review of impedance measurements for determination of the state-of-
charge or state-of-health of secondary batteries. Journal of Power Sources, 70, 59-69. 
KARDEN, E., BULLER, S. & DE DONCKER, R. W. (2000) A method for measurement and 
interpretation of impedance spectra for industrial batteries. Journal of Power Sources, 
85, 72-78. 
KITA, A., MATSUI, T., KASAI, Y. & KISHIMOTO, K. (1993) Uniterruptible power system. 
United States, Yuasa Battery Company Limited (Takatsuki, JP). 
KNIVETON, M. W. (1995) Reducing the cost of maintaining valve-regulated lead/acid 
batteries in telecommunications applications. Journal of Power Sources, 53, 149-152. 
KOSAI, M., YASUKAWA, S., OSUMI, S. & TSUBOTA, M. (1997) Effect of antimony on 
premature capacity loss of lead/acid batteries. Journal of Power Sources, 67, 43-48. 
LANDER, J. J. (1956) Further studies on the anodic corrosion of lead in H2SO4 solutions. 
Journal of the Electrochemical Society, 103, 1-8. 
MARTINEZ, T. G. & NOVAK, A. F. S. (1990) Increased float voltage and the effects of 
negative self-discharge on flooded lead calcium telecommunications cells. 
Telecommunications Energy Conference, 1990. INTELEC '90., 12th International. 
MISRA, S. S. (2007) Advances in VRLA battery technology for telecommunications. Journal 
of Power Sources, 168, 40-48. 
MISRA, S. S., NOVESKE, T. M. & WILLIAMSON, A. J. (1994) Maintenance and reliability of 
standby battery systems: flooded vs. valve regulated lead acid battery. 
Telecommunications Energy Conference, 1994. INTELEC '94., 16th International. 
MISRA, S. S. & WILLIAMSON, A. J. (1995) Impact of grid corrosion in valve regulated lead-
acid battery on standby float service. Telecommunications Energy Conference, 1995. 
INTELEC '95., 17th International. 
MUNERET, X., COUX, M. & LENAIN, P. (2000) Analysis of the partial charge reactions 
within a standby VRLA battery leading to an understanding of intermittent 
charging techniques. Telecommunications Energy Conference, 2000. INTELEC. Twenty-
second International. 
NAKAMURA, K., SHIOMI, M., TAKAHASHI, K. & TSUBOTA, M. (1996) Failure modes of 
valve-regulated lead/acid batteries. Journal of Power Sources, 59, 153-157. 
NGUYEN, T. M. P., DILLENSEGER, G., GLAIZE, C. & ALZIEU, J. (2008) Between floating 
and intermittent floating: Low-current self-discharge under compensation. 
Telecommunications Energy Conference, 2008. INTELEC 2008. IEEE 30th International. 
PAVLOV, D. (1993) Premature capacity loss (PCL) of the positive lead/acid battery plate: a 
new concept to describe the phenomenon. Journal of Power Sources, 42, 345-363. 
PAVLOV, D. (1997) Energy balance of the closed oxygen cycle and processes causing 
thermal runaway in valve-regulated lead/acid batteries. Journal of Power Sources, 64, 
131-137. 
PETERS, K. (1996) Review of factors that affect the deep cycling performance of valve-
regulated lead/acid batteries. Journal of Power Sources, 59, 9-13. 
PILLER, S., PERRIN, M. & JOSSEN, A. (2001) Methods for state-of-charge determination and 
their applications. Journal of Power Sources, 96, 113-120. 
REID, D. P. & GLASA, I. (1987) A new concept: intermittent charging of lead acid batteries 
in telecommunication systems. Telecommunications Energy Conference, 1987. 
INTELEC '87. 
www.intechopen.com
Traditional loat charges: are they suited to stationary antimony-free lead acid batteries? 691  
 
BRISSAUD, C., REUMONT, G., SMAHA, J. P. & FOCT, J. (1997) Structural and 
morphological study of damage in lead/acid batteries during cycling and floating 
tests. Journal of Power Sources, 64, 117-122. 
BULLOCK, K. R., WEEKS, M. C., BOSE, C. S. C. & MURUGESAMOORTHI, K. A. (1997) A 
predictive model of the reliabilities and the distributions of the acid concentrations, 
open-circuit voltages and capacities of valve-regulated lead/acid batteries during 
storage. Journal of Power Sources, 64, 139-145. 
COOPER, A. & MOSELEY, P. T. (2003) Progress in overcoming the failure modes peculiar to 
VRLA batteries. Journal of Power Sources, 113, 200-208. 
CULPIN, B. (2004) Thermal runaway in valve-regulated lead-acid cells and the effect of 
separator structure. Journal of Power Sources, 133, 79-86. 
DAI, C., YI, T., WANG, D. & HU, X. (2006) Effects of lead-foam grids on performance of 
VRLA battery. Journal of Power Sources, 158, 885-890. 
DESANTI, J. D. & SCHWEITZ, G. (2006) Decreasing Owning Costs of MV/LV Substations 
Backup Batteries. Telecommunications Energy Conference, 2006. INTELEC '06. 28th 
Annual International. 
DILLENSEGER, G. (2004) Caractérisation de nouveaux modes de maintien en charge pour 
batteries stationnaires de secours. Sciences et Techniques du Languedoc. Montpellier, 
Université de Montpellier II. 
ELGH, R. (1994) Tests on valve regulated lead acid batteries at different environmental 
temperatures and float voltages. Telecommunications Energy Conference, 1994. 
INTELEC '94., 16th International. 
FEDER, D. O. (2001) 1950-2001: more than one-half century of learning how to live with each 
new generation of telecommunication standby batteries. Telecommunications Energy 
Conference, 2001. INTELEC 2001. Twenty-Third International. 
FEDER, D. O. & CAROSELLA, G. (1994) The never ending pursuit of float voltage 
uniformity in stationary reserve battery plants. Telecommunications Energy 
Conference, 1994. INTELEC '94., 16th International. 
GARCHE, J. (1995) Corrosion of lead and lead alloys: influence of the active mass and of the 
polarization conditions. Journal of Power Sources, 53, 85-92. 
GIESS, H. (1997) Investigation of thermal phenomena in VRLA/AGM stationary lead/acid 
batteries with a thermal video imaging system. Journal of Power Sources, 67, 49-59. 
GIESS, H. (2001) The operation of VRLA monoblocs with an on/off float charge regime. 
Telecommunications Energy Conference, 2001. INTELEC 2001. Twenty-Third 
International. 
GUN, J. P., FIORINA, J. N., FRAISSE, M. & MABBOUX, H. (1997) Increasing UPS battery life 
main failure modes, charging and monitoring solutions. Telecommunications Energy 
Conference, 1997. INTELEC 97., 19th International. 
HARIPRAKASH, B., MARTHA, S. K., JAIKUMAR, A. & SHUKLA, A. K. (2004) On-line 
monitoring of lead-acid batteries by galvanostatic non-destructive technique. 
Journal of Power Sources, 137, 128-133. 
HAWKINS, J. M., MOORE, L. E. E. & BARLING, L. O. (1995) Aspects of the float and 
temperature behaviour of lead-acid batteries in telecommunications applications. 
Telecommunications Energy Conference, 1995. INTELEC '95., 17th International. 
HU, J., GUO, Y. & ZHOU, X. (2006) Thermal runaway of valve-regulated lead-acid batteries. 
Journal of Applied Electrochemistry, 36, 1083-1089. 
 
HUET, F. (1998) A review of impedance measurements for determination of the state-of-
charge or state-of-health of secondary batteries. Journal of Power Sources, 70, 59-69. 
KARDEN, E., BULLER, S. & DE DONCKER, R. W. (2000) A method for measurement and 
interpretation of impedance spectra for industrial batteries. Journal of Power Sources, 
85, 72-78. 
KITA, A., MATSUI, T., KASAI, Y. & KISHIMOTO, K. (1993) Uniterruptible power system. 
United States, Yuasa Battery Company Limited (Takatsuki, JP). 
KNIVETON, M. W. (1995) Reducing the cost of maintaining valve-regulated lead/acid 
batteries in telecommunications applications. Journal of Power Sources, 53, 149-152. 
KOSAI, M., YASUKAWA, S., OSUMI, S. & TSUBOTA, M. (1997) Effect of antimony on 
premature capacity loss of lead/acid batteries. Journal of Power Sources, 67, 43-48. 
LANDER, J. J. (1956) Further studies on the anodic corrosion of lead in H2SO4 solutions. 
Journal of the Electrochemical Society, 103, 1-8. 
MARTINEZ, T. G. & NOVAK, A. F. S. (1990) Increased float voltage and the effects of 
negative self-discharge on flooded lead calcium telecommunications cells. 
Telecommunications Energy Conference, 1990. INTELEC '90., 12th International. 
MISRA, S. S. (2007) Advances in VRLA battery technology for telecommunications. Journal 
of Power Sources, 168, 40-48. 
MISRA, S. S., NOVESKE, T. M. & WILLIAMSON, A. J. (1994) Maintenance and reliability of 
standby battery systems: flooded vs. valve regulated lead acid battery. 
Telecommunications Energy Conference, 1994. INTELEC '94., 16th International. 
MISRA, S. S. & WILLIAMSON, A. J. (1995) Impact of grid corrosion in valve regulated lead-
acid battery on standby float service. Telecommunications Energy Conference, 1995. 
INTELEC '95., 17th International. 
MUNERET, X., COUX, M. & LENAIN, P. (2000) Analysis of the partial charge reactions 
within a standby VRLA battery leading to an understanding of intermittent 
charging techniques. Telecommunications Energy Conference, 2000. INTELEC. Twenty-
second International. 
NAKAMURA, K., SHIOMI, M., TAKAHASHI, K. & TSUBOTA, M. (1996) Failure modes of 
valve-regulated lead/acid batteries. Journal of Power Sources, 59, 153-157. 
NGUYEN, T. M. P., DILLENSEGER, G., GLAIZE, C. & ALZIEU, J. (2008) Between floating 
and intermittent floating: Low-current self-discharge under compensation. 
Telecommunications Energy Conference, 2008. INTELEC 2008. IEEE 30th International. 
PAVLOV, D. (1993) Premature capacity loss (PCL) of the positive lead/acid battery plate: a 
new concept to describe the phenomenon. Journal of Power Sources, 42, 345-363. 
PAVLOV, D. (1997) Energy balance of the closed oxygen cycle and processes causing 
thermal runaway in valve-regulated lead/acid batteries. Journal of Power Sources, 64, 
131-137. 
PETERS, K. (1996) Review of factors that affect the deep cycling performance of valve-
regulated lead/acid batteries. Journal of Power Sources, 59, 9-13. 
PILLER, S., PERRIN, M. & JOSSEN, A. (2001) Methods for state-of-charge determination and 
their applications. Journal of Power Sources, 96, 113-120. 
REID, D. P. & GLASA, I. (1987) A new concept: intermittent charging of lead acid batteries 
in telecommunication systems. Telecommunications Energy Conference, 1987. 
INTELEC '87. 
www.intechopen.com
Trends in Telecommunications Technologies692  
 
ROCCA, E. & STEINMETZ, J. (2003) Passivation phenomenon of low antimony alloys in 
deep discharge conditions of lead-acid batteries. Journal of Electroanalytical 
Chemistry, 543, 153-160. 
RODRIGUES, S., MUNICHANDRAIAH, N. & SHUKLA, A. K. (2000) A review of state-of-
charge indication of batteries by means of a.c. impedance measurements. Journal of 
Power Sources, 87, 12-20. 
ROSSINOT, E., LEFROU, C., DALARD, F. & CUN, J. P. (2001) Batteries in standby 
applications: comparison of alternate mode versus floating. Journal of Power Sources, 
101, 27-34. 
ROSSINOT, E., LEFROU, C. & GUN, J. P. (2003) A study of the scattering of valve-regulated 
lead acid battery characteristics. Journal of Power Sources, 114, 160-169. 
RUETSCHI, P. (2003) Silver-silver sulfate reference electrodes for use in lead-acid batteries. 
Journal of Power Sources, 116, 53-60. 
RUETSCHI, P. (2004) Aging mechanisms and service life of lead-acid batteries. Journal of 
Power Sources, 127, 33-44. 
RUETSCHI, P. & ANGSTADT, R. T. (1964) Anodic oxidation of lead at constant potential. 
Journal of the Electrochemical Society, 111, 1323-1330. 
SHIOMI, M., OKADA, Y., TSUBOI, Y., OSUMI, S. & TSUBOTA, M. (2003) Study of PCL 
mechanism: Influence of grid/PAM state on PCL. Journal of Power Sources, 113, 271-
276. 
SHUKLA, A. K., GANESH KUMAR, V., MUNICHANDRAIAH, N. & SRINATH, T. S. (1998) 
A method to monitor valve-regulated lead acid cells. Journal of Power Sources, 74, 
234-239. 
STEVENSON, P. (1996) Durée de vie des accumulateurs étanches. REE, N°1, 57-60. 
WAGNER, R. (1995) Failure modes of valve-regulated lead/acid batteries in different 
applications. Journal of Power Sources, 53, 153-162. 
WILLIHNGANZ, E. (1968) Accelerated testing of stationary batteries. Electrochemical 




Trends in Telecommunications Technologies
Edited by Christos J Bouras
ISBN 978-953-307-072-8
Hard cover, 768 pages
Publisher InTech
Published online 01, March, 2010
Published in print edition March, 2010
InTech Europe
University Campus STeP Ri 
Slavka Krautzeka 83/A 
51000 Rijeka, Croatia 
Phone: +385 (51) 770 447 
Fax: +385 (51) 686 166
www.intechopen.com
InTech China
Unit 405, Office Block, Hotel Equatorial Shanghai 
No.65, Yan An Road (West), Shanghai, 200040, China 
Phone: +86-21-62489820 
Fax: +86-21-62489821
The main focus of the book is the advances in telecommunications modeling, policy, and technology. In
particular, several chapters of the book deal with low-level network layers and present issues in optical
communication technology and optical networks, including the deployment of optical hardware devices and the
design of optical network architecture. Wireless networking is also covered, with a focus on WiFi and WiMAX
technologies. The book also contains chapters that deal with transport issues, and namely protocols and
policies for efficient and guaranteed transmission characteristics while transferring demanding data
applications such as video. Finally, the book includes chapters that focus on the delivery of applications
through common telecommunication channels such as the earth atmosphere. This book is useful for
researchers working in the telecommunications field, in order to read a compact gathering of some of the
latest efforts in related areas. It is also useful for educators that wish to get an up-to-date glimpse of
telecommunications research and present it in an easily understandable and concise way. It is finally suitable
for the engineers and other interested people that would benefit from an overview of ideas, experiments,
algorithms and techniques that are presented throughout the book.
How to reference
In order to correctly reference this scholarly work, feel free to copy and paste the following:
T. M. Phuong Nguyen, Guillaume Dillenseger Christian Glaize and Jean Alzieu (2010). Traditional Float
Charges: are They Suited to Stationary Antimony-free Lead Acid Batteries?, Trends in Telecommunications
Technologies, Christos J Bouras (Ed.), ISBN: 978-953-307-072-8, InTech, Available from:
http://www.intechopen.com/books/trends-in-telecommunications-technologies/traditional-float-charges-are-
they-suited-to-stationary-antimony-free-lead-acid-batteries-
© 2010 The Author(s). Licensee IntechOpen. This chapter is distributed
under the terms of the Creative Commons Attribution-NonCommercial-
ShareAlike-3.0 License, which permits use, distribution and reproduction for
non-commercial purposes, provided the original is properly cited and
derivative works building on this content are distributed under the same
license.
